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SUBJECT

Installation of a Fire Extinguisher in the Transition Power Maintenance System (TPMS)
Shelter.

PURPOSE

This document provides instructions and materials to install a fire extinguisher in the
TPMS shelter. The fire extinguisher ensures the NEXRAD is complying with all safety
standards. The authority for this modification is Radar Operations Center (ROC)
Engineering Change Proposal (ECP) FO059R3, Continuous Power Source for WSR-88D
Radars (TPMS).

For additional information concerning this document, contact the ROC Hotline, Norman,
OK; phone number: (800) 643-3363 or (405) 366-2980 or by e-mail at
NEXRAD.Hotline@noaa.gov. An electronic copy of this document can be found at the
following internet address: www.roc.noaa.gov/ssb/sysdoc/techman/tmlinks.asp

SITES AFFECTED

See ATTACHMENT 2.

ESTIMATED COMPLETION DATE

This modification must be completed and reported no later than 60 days after receipt of
this document and kit.

EQUIPMENT AFFECTED

Transition Power System.

SPARES AFFECTED

Not applicable.

MODIFICATION ACCOMPLISHED BY

Site electronics technicians will accomplish this task. One technician is required to
perform these procedures.
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8. MATERIAL REQUIRED
Nomenclature Part Number NSN Qty
Fire extinguisher with bracket and | B456 or A456 4210-01-467-3616 1 each
screws
9. SOURCE OF MATERIALS

10.

11.

12.

13.

Kits are requisitioned by the ROC and shipped at no cost to the site.

SPECIAL TOOLS AND TEST EQUIPMENT REQUIRED

Not applicable.

TIME AND PERSONNEL REQUIRED

Work Phases Work-hours
Unpacking 10
Disassembly .0
Installation .80
Assembly .10
Operational Check .0
Total Work-hours 1.0

DOCUMENTS AFFECTED

Not applicable.

VERIFICATION STATEMENT

This modification was successfully installed at the ROC.




14.

15.

16.

17.

18.

19.
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DISPOSITION OF REMOVED AND REPLACED PARTS/MATERIALS

Not applicable.

PROCEDURES

See ATTACHMENT 1.

FAA DISTRIBUTION

Not applicable.

CHANGES TO TABLE OF CONTENTS (FAA)

Not applicable.

RECOMMENDATIONS FOR CHANGES (FAA)

Not applicable.

REPORTING INSTRUCTIONS
a. NWS

Report completed modification on WS Form A-26, Engineering Management Reporting
System Maintenance Record, according to the instructions in Engineering Handbook
No. 4 (EHB-4), Engineering Management Reporting System (EMRS), part 2. Include the
following information on the WS Form A-26:

- An Equipment Code of TPS in Block 7.
- The appropriate serial number in Block 8.
- A Mod No. of 66 in Block 17a.

See ATTACHMENT 4 for a completed sample of WS Form A-26.
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b. DoD

Update the AFTO Form 95 to show TCTO compliance. Report TCTO compliance in
accordance with TO 00-20-2, Table 3-10, Rule 9.

Complete ATTACHMENT 3 and return the information to the ROC by one of the four
methods below:

(1) Mail Address: Program Branch, Retrofit Management Team
WSR-88D Radar Operations Center
3200 Marshall Ave., Suite 101
Norman, Oklahoma 73072-8028

(2) Fax Number: (405) 366-6553
ATTN: Retrofit Management Team

(3) E-mail Address: NEXRAD.Logistics@noaa.gov

(4) Web Version: http://www.roc.noaa.gov/ssb/logistics/complete/
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ATTACHMENT 1
FIRE EXTINGUISHER INSTALLATION INSTRUCTIONS
Tool Required
Screwdriver set, Phillips
1. Perform the following procedures to install the fire extinguisher in the TPMS shelter:
a. Using figure 1, locate the position where the fire extinguisher will be mounted.
b. Hold the mounting bracket to the wall where it will be installed.
c. Using a screwdriver and the supplied screws, attach the bracket to the wall.
d. Mount the fire extinguisher onto the bracket, with the gauge facing out.
2. Perform the following to inspect the fire extinguisher:
The fire extinguisher should be inspected monthly, checking for any possible damage,
corrosion, leakage or obstructions in the discharge outlet. The plastic seal wire should be

unbroken. The fire extinguisher should be cleaned so that the instructions on the label
are always clearly visible.

A1
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ATTACHMENT 1 (Continued)

FIRE EXTINGUISHER INSTALLATION INSTRUCTIONS
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Figure 1. Fire Extinguisher Location
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ATTACHMENT 3

FIRE EXTINGUISHER INSTALLATION RETURN FORM

wewkkeks DOD Only will complete and return this form *****x*
NWS report completion through EMRS

Site Name:

Site Identifier:

Total Time to Complete this Modification Document:

Technician’s Name(s):

Technician’s Phone Number:

Date Completed:

Problem(s) Encountered:

Upon completion of this form, return the information to the ROC using one of the four methods
below:

1. Mailing Address:  Program Branch, Retrofit Management Team
WSR-88D Radar Operations Center
3200 Marshall Ave., Suite 101
Norman, OK 73072-8028

2. FAX Number: (405) 366-6553
ATTN: Retrofit Management Team

3. E-mail Address:  NEXRAD.Logistics@noaa.gov

4. Web Version: http://www.roc.noaa.gov/ssb/logistics/complete/
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